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PARTIAL FIRST FLOOR PLAN - FIRE PROTECTION - NEW WORK
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SCALE: 1/4” = 1'-0"

KEY NOTES

NEW WORK:

1| EXTEND EXISTING SPRINKLER PIPE AND RELOCATE HEADS SAVED
UNDER DEMOLITION.

2| PROVIDE NEW SPRINKLER PIPING AND CONNECT TO EXISTING FP
MAIN. PROVIDE NEW SPRINKLER HEADS (TO MATCH EXISTING) AT

LOCATIONS AS SHOWN.

LEGEND:

C% NEW TO EXISTING CONNECTION

DATE
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HANSON PROJECT
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